Z
=1

oo

STDI12-3 12 240 *27 20 10 *24 15 10
STDI24-3 24 240/480 *48 12 12 *24 15 10
STDI48-3 48 240/480 51 24 12 *27 20 10
STDI72-3 72 240/480 51 24 12 *30 30 12 |p
STDI96—-3 96 480 51 24 12 *36 30 12
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INPUT NOTE: n
'::> [ ] * THIS CAIBNET ARE WALL MOUNTED.
<::| (B 1. ALL DIMENSIONS ARE IN INCHES.
DRAIN CONFIDENTIALITY UNLESS OTHERWISE NOTED
o 405 E. Santa Clara St.
CONTAINED THEREN 15 CONFIDENTIAL | INCHES(Milimeters) & PER ANSI-v14.5 HEATEFLEX  Arecio.Catioriastoos 7227
& PROPRIETARY TO INTEGRATED CIRCUIT | & ICD/HEATEFLEX DRAFTING STANDARDS. :'X(ézzee)fsz%iss%‘;
DEVELOPMENT CORPORATION & MAY DECMALS:  in o :
PLUMBING CABINET S B e T
o N P e AR XXX 00005 *0.0127 STAINLESS STEEL HEATER ASSY., A
AUTHORIZATION OF INTEGRATED CIRCUIT gx ié/s"fz + 05 XXKW, XXXVAC, 3—PH
DEVELOPMENT CORPORATION. - -
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